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Abstract: A new method for identifying a leaking pipe within a pressurized water distribution system
is presented. This novel approach utilizes transient modeling to analyze water networks. Urban
water supply networks are important infrastructure that ensures the daily water consumption of
urban residents and industrial sites. The aging and deterioration of drinking water mains is the cause
of frequent burst pipes, thus making the detection and localization of these bursts a top priority for
water distribution companies. Here we describe a novel method based on transient modeling of the
water network and produces high-resolution pressure response under various scenarios. Analyzing
this data allows the prediction of the leaking pipe. The transient pressure data is classified as leaking
pipes or no leak clusters using the K-nearest neighbors (K-NN) algorithm. The transient model
requires a massive computation effort to simulate the network’s performance. The classification
model presented good performance with an overall accuracy of 0.9 for the basic scenarios. The lowest
accuracy was obtained for interpolated scenarios the model had not been trained on; in this case, the
accuracy was 0.52.

Keywords: water distribution systems; leak detection; transient model; TSnet; machine learning;
K-NN; water network.

1. Introduction

Many water distribution systems lose a significant amount of water as a result of
leaks in the distribution pipes [1]. Studies indicate that 15-35% of the potable water supply
in the United States, 6.5-25% in Europe, and 4-27% in Korea is lost in the form of non-
revenue water. A leak in a water network is typically characterized by a weak flow hidden
in the background flow, while water pipe bursts are often identified by a flow change
or pressure drop [2]. Most water supply lines are buried underground, making leaks
difficult to detect and locate [3]. Water leaking from buried pipes is an increasing concern
because of changes in rainfall patterns and the ever-increasing water demand [4]. To tackle
this challenge of detecting and locating leaks, some works examined the best locations
of the sensors [5], while others developed sensors to monitor parameters in water grids.
Rocher et al. [6] suggested an inductive sensor for monitoring the water level in tubes of
water distribution systems grids, based on measuring changes in the sensor magnetic field.
Zhang et al. [7] introduced a self-powered water level sensor for the marine industry using
a liquid-solid tubular triboelectric nanogenerator (LST-TENG). Both sensors can potentially
be adapted for sensitive measurements of water distribution systems’ storage levels which
are important in the overall analysis of transients in water systems [6].

Recent technological progress makes it possible for water utilities to collect increasing
amounts of data from water distribution systems via loggers and telemetry systems [8].
Analyzing the data accumulated can contribute to making the water network more re-
liable and efficient. Kiihnert et al. [9] applied principal component analysis to detect
anomalies in the streaming data gained by water distribution network (WDN) sensors.
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Aminravan et al. [10] suggested a hierarchical rule-based approach to account for the spa-
tial nature of occurrences in WDNSs. Stephens et al. [11] applied acoustic signal processing to
detect water leaks in city networks. Other methods used a multistage approach combining
hydraulic modeling with mathematical analysis. Steffelbauer et al. [12] used dual network
with a genetic algorithm (GA). Li et al. [13] used a gradient-based algorithm for model cali-
bration, then cluster leak candidates using the K-means algorithm. Machine-learning-based
methods were also used for the purpose of leak detection. Izquierdo et al. [14] assessed
anomalies utilizing a hybrid model composed of a deterministic part (flow rates and head at
the nodes) coupled with a state estimation technique and artificial neural networks (ANN).
Zhang et al. [15] used the K-means algorithm to classify the water network into several
zones and then used support vector machine (SVM) to locate the zones containing the
leakages. Another approach suggested by Fang et al. [16] is a prediction of leakage events
with a convolutional neural network (CNN) dependent on historical data. The methods
described above focused on standard pressure data, whether modeled or measured. A new
approach is suggested here. It includes generating high-resolution pressure data using
TSnet, a novel transient water network modeling application [17]. Then, analyze the data
to represent the WDN response to the modeled transient scenarios. It is expected that the
high-resolution data, resulting from transient modeling, will reveal patterns that cannot be
recognized in the standard pressure measured data. The generation of an artificial high-
resolution database might reveal other opportunities for improvement in WDN operation
and reliability.

This study consists of two main parts. The first part is the transient model of WDN.
This part is described in the Materials and Methods section as Database Formation. The
second part classifies the database sampled events. This part is described in the Materials
and Methods section as Data Analysis and Classification Algorithm.

2. Materials and Methods

Leak location modeling requires generating a database that represents a transient
state of a specific water network under various consumption load configurations, water
leak locations, and magnitudes. To evaluate the water network reaction to a specific leak
scenario, a transient model is required. Here, we used TSnet version 0.1.2 written in
Python [18]. Since the data are not dependent on external measurements, we were able to
model leaks in a range of leak diameters, demand configurations, and leak locations in the
network. Using this transient model, we established a database representing the network’s
pressure response to the leakages’ scenario space. The data consisted of high-resolution
pressure values series, each labeled by the pipe’s ID, the distance from the pipe’s start, and
the leak diameter. To utilize this dataset in favor of the leak localization model, a machine
learning algorithm was used. There are several machine learning classification algorithms
appropriate for this task, such as K-nearest neighbors (K-NN), SVM, Random Forest, etc.
Here, K-NN was used to predict the leaks in the pipes according to the pressure observed
in the network.

2.1. Database Formation

Database creation took place in two steps. Step 1, simulated leak location and diameter
were defined. Step 2 consisted of a hydraulic transient simulation of the water network
incorporating the newly defined leak. To simulate water leakage from a specific pipe and
its location, the network must be reconfigured to generate a node at the leak’s defined
location. To form the node in the right place, we first selected which pipe we wanted to
leak. Then we used the EPANET python wrapper WNTR version 0.2.1 [19] to obtain the
start and end nodes of this pipe and their locations. The new node was configured by
stating its location between the start and end nodes with a distance from the start node
that matched our decision. The new node was connected to the network with new pipes
that replaced the original one. When designating a new node as a leak, the leak properties
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need to be defined as stipulated in TSnet. In the TSnet model, the leak discharge is defined
by using the orifice plate equation (Equation (1)):

Q =kvVH 1)

where Q) is the leak discharge, k is the leak constant, and H is the pressure head at the
leak node. This equation, however, is not specific enough because it does not include
information on the leak diameter. To overcome this, we used Crowl and Louvar’s leakage
equation [20] (Equation (2)):

c,mD? , |2
=== p" = )
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where Q) is the leak discharge, C; is the discharge coefficient, and for turbulent flow taken
as C; =0.75, D is the leak diameter, p is the gauge water pressure inside the pipe, « is the dis-
charge coefficient, where « = 0.5 assuming a steel pipe with a large hole and p is the density
of the fluid. To simplify Equation (2), we used the pressure head definition (Equation (3)):

Q

Ho P
P8 ®
where H is the head, p is the liquid pressure, p is the density of the fluid, and g is the gravity
acceleration. Manipulating Equations (1)-(3) defines the leak constant k in terms of the
leak diameter (Equation (4)):
nD?
k=" 2 4
Next, we defined the transient simulation as a pressure-driven demand (PDD) and
ran the simulation. In our database, all leaks started at the same time during the simulation
(10 s after the simulation began) and developed over the same period (1 s). Our simulation
modeled five minutes of network function. The size of the database depended on the
network configuration, the number of load configurations applied, the distance between
the simulated leaks, the number of leak sizes, and the sampling resolution. When building
the database, each run simulated a specific leaking pipe, its location along the pipe, and
the leak diameter. The model iterated through every location and diameter combination to
produce the full network scenario simulations. After each simulation, the pressure heads
from all of the nodes were saved to the database.

2.2. Data Analysis

The database consisted of a time series of the pressure measured at the network’s
nodes. The length of the series depended on the duration of the simulation and the
sampling resolution. The database structure is presented in Table 1.

Table 1. The structure of the database.

N1, N1, N2, N2, Nn, . . .
t 2 o i 2 o t Nn, T Pipe Distance Diameter
190.99 190.99 190.98  190.98 190.97 19097 P6 500 0.004

Before the computer-based data analysis, an intuitive evaluation of the impact of
different leaks on the water network was conducted. Figure 1 presents the impact of a leak
with a 5 mm diameter on the measured head at the neighbor node. This figure shows the
impact of shifting the leak 200 m on the same pipe from 100 m from the pipe’s start to 300 m
from the pipe’s start. It clearly depicts the amplitude difference caused by the different
leak locations. Although the pattern of the main shock wave was very similar in both leak
locations, the small waves on top acted very differently from one another. Looking at the
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figure, one can see that the blue and orange lines were acting similarly, while they were not
located exactly one on top of the other. The reason for them not to be exactly on top of each
other is the small waves on top and the time difference between the shock wave arrival.
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Figure 1. Two leaks located on the same pipe as seen from a neighbor node.

This kind of analysis proves that using a proper computerized analysis might be
possible to predict leaks in a pipe. However, to make the simulation more realistic, the
measured heads were noised by a factor correlated to the head at the node before the leak
burst. In real water networks, the pressures are never steady due to changes in demands,
the water level at the tanks, pumps trembling, etc. The purpose of the noise added to the
measured pressure values is to simulate the real behavior of water networks by adding the
factor that is not considered in the transient modeling.

2.3. Classification Algorithm

K-nearest neighbors [21] is a supervised classification algorithm, which means that
given a labeled dataset, it classifies unlabeled samples to one of the labels in the dataset. The
principle behind K-NN is that similar observations should have the same labels. The algo-
rithm classifies each unlabeled sample to the class that is most common amonyg its k “nearest”
neighbors, where “nearest” in our case was the minimum Euclidean distance (Equation (5)).

d(p,q) = \/i(ﬁ’i —q:)° ©)

where d was the Euclidian n-dimensional distance between points p and g, both points from
dimension n. The classification of the unlabeled sample was assigned to the most common
class of the sample K neighbors. Since the algorithm is based on distances between points
which might have different scales, the data must be normalized to a uniform scale before
training the algorithm such that after normalizing, every feature in the data set will have
mean = 0 and standard deviation = 1. As described above, the database features were the
pressure values at each time step in each node. Therefore, the normalization was calculated
as follows (Equation (6)):

P(t,N) —P(t,N)
Op(t,N)

Pnorm (t/ N) = (6)
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where P(t,N) is the simulated pressure for a specific time step t at a specific node N. P(t, N)
is the mean pressure value for time step ¢t and at node N for all samples. op(; yy is the
standard deviation of pressure suitable for time step t and at node N. To train the K-NN
algorithm, 5-fold cross-validation was conducted. K was in the range of 1 to 10 and

evaluated with accuracy parameter defined as the rate of correct predictions out of total
prediction (Equation (7)):

1 n
Accuracy = - Y I(ytrue = ]/pred> @)
i=1

The mean accuracy of the 5-fold cross-validation splits was calculated as shown in
Figure 2. In most cases, K = 1 indicated overfitting of the model. This may have been due
to an overly small database with a low variance between samples. In this case, increasing K
would result in a more complex prediction model and increase the prediction bias. When

testing the method on a “noised” database, the bias was significantly increased, and the
best K was larger than 1.
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Figure 2. Mean accuracy as a function of K.

3. Results
3.1. Tnet1 Network

To explore the transient model’s ability to detect leaks in a water network, we started

by applying this method to a relatively small network (nine pipes and six operative nodes).
Figure 3 presents the Tnet1 layout.

N7 N8

Pr VALVE

Figure 3. Tnetl network layout.
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When generating the database, we defined the distance between the leak locations
to be 100 m, with a leak size in the range of 0 to 15 mm with a 1 mm difference and
six demand load configurations. The sampling pressure resolution was 25 Hz, and the
simulation duration was 300 s, with pressure sensors in every node of the network except
N8. The database was composed of 3706 samples and 7500 features. Although this is
definitely a small database for learning algorithms, it was suitable as a proof of concept for
the suggested methodology, which should yield better results with larger datasets. The first
step was to train the K-NN model using 70% of the generated data and validate it using
the other 30%. The result of this validation is presented in Figure 4. The overall accuracy of
the validation set was 0.9. The model classified some pipes more accurately than others
and failed to classify the "No leakage’ samples. To evaluate the model’s performance for
every individual class (pipe), the Precision and Recall metrics were calculated. Precision
states the number of actual leaking pipes among those that predicted as such (Equation (8)).
Recall states for true positive rate meaning the rate of correctly predicted as leaking pipes
out of the total number of leaking pipes (Equation (9)). Another metric calculated was F1,
which states the harmonic average between Precision and Recall (Equation (10)). Table 2
illustrates a very strong correlation between the three parameters.

TP

Precision = TP L EP (8)
TP
Recall = —————
ccall = 75T EN ©)
Fle o Precision-Recall (10)

~ “ Precision + Recall

where TP is the number of true positive predictions (leaking and predicted as leaking pipe),
FP is the number of false positive predictions (not leaking but predicted as leaking pipe),
FN is the number of false negative predictions (does leaks but predicted as not leaking).

1.0
No |0.17 0.33 050 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Leak | |
p1 10.01 .o.oo 0.17 0.00 0.00 0.00 0.00 0.00 0.00
0.8
py 10.01 o.oo.o.oo 0.00 0.00 0.01 0.00 0.00 0.00
p3 /0.00 0.16 0.00 .o.oo 0.00 0.00 0.00 0.00 0.00
g 0.6
£ by ]0.00 0.00 0.00 0.04.0.12 0.00 0.00 0.12 0.00 >
©
2 :
S pg0.00 0.00 0.00 0.00 0.03 .o.oo 0.01 0.00 0.00 S
o <
()]
~ 0.4
p6 0.00 0.00 0.01 0.02 0.00 0.00.0.01 0.04 0.00
p7 10.00 0.00 0.00 0.00 0.00 0.00 0.00 .o.oo 0.00
0.2
pg 10.00 0.00 0.00 0.02 0.10 0.00 0.10 0.00 .o.oo
pg 10.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00 o.oo.
S S SO S SO S L Loo

No P1 P2 P3 P4 P5 P6 P7 P8 P9
Leak
Predicted Pipe

Figure 4. Tnetl K-nearest neighbor (K-NN) algorithm first validation.
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Table 2. Leaking pipe prediction parameters.

Pipe ID Precision Recall F1-Score Support
No Leakage 0.25 0.17 0.2 6
1 0.83 0.82 0.82 128
2 0.98 0.98 0.98 195
3 0.78 0.84 0.81 124
4 0.81 0.71 0.76 73
5 0.92 0.96 0.94 101
6 0.91 0.92 0.92 127
7 0.99 1 0.99 196
8 0.83 0.78 0.8 89
9 1 1 1 73
accuracy 0.9 1112
macro avg. 0.83 0.82 0.82 1112
weighted avg. 0.9 0.9 0.9 1112

Figure 5 shows the dependence of the false prediction rate on the leak diameter, except
for the ‘No leaks’ scenarios. This figure suggests that accurate prediction was more likely as
the leak diameter increases. This result makes sense since bigger leaks will have a greater
impact on network pressure.

80% A

60% A

40% A

False predictions rate

20% A

0% -

0.000 0.002 0.004 0.006 0.008 0.010 0.012 0.014
Leakage diameter (m)

Figure 5. Tnetl false predictions as a function of leak diameter.

The next step was to test the trained K-NN algorithm using yet another database
with one load configuration (different from the other six), where the distance between
the leaks was 175 m, which located the leaks in places the algorithm had not seen before.
The leak diameters were 1.5-15 mm with a 1.5 mm difference (diameters the algorithm
had not seen before). The results of this test are presented in Figure 6, where the overall
observed accuracy was 0.52. Although the accuracy was lower compared to the validation
set, most of the false predictions occurred when the model predicted that the leakage was
at pipe P9. This means that in these cases, further examination could have improved these
results significantly.
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1.0
No {0.00 ' 0.00 0.00 0.00 0.00 0.00 0.00 0.00 0.00
Leak
p1 {0.00 0.33 .0.00 0.00 0.00 0.00 0.00 0.00
0.8
p2 {0.00 0.04 .0.00 0.02 0.09 0.02 0.00 0.00
p3{0.00 0.11 0.30 0.30 0.00 0.00 0.04 0.00 0.00
) 0.6
-n% p4a 40.00 0.06 0.00 0.06 0.39 0.00 0.00 0.00 0.00 >
©
g 5
X p5 40.00 | 0.00 0.15 0.00 0.00 0.33 0.00 0.00 0.00 g
3 -0.4
pe 40.00 0.03 0.00 0.00 0.00 0.00 .0.08 0.03
p7 {0.00 0.04 0.00 0.04 0.00 0.00 0.00 .0.04
0.2
pg {0.00 0.06 0.00 0.06 0.00 0.00 0.06 0.00 0.33
pg /0.00 | 0.00 0.28 0.00 0.00 0.00 0.00 0.00 0.00
r r T r T T r —-0.0

No PL P2 P3 P4 PS5 P6 P7 P8 PO
Leak
Predicted Pipe

Figure 6. Tnetl K-NN second validation.

3.2. Sensitivity Analysis

Figures 7 and 8 present a sensitivity analysis for the methodology. They confirm
that accuracy depended on the noise factor applied and the number of pressure sensors
installed in the water network. Figure 7 shows that, as expected, with an increase in the
noise factor, the ability to predict the leak location decreased accurately. As the noise factor
increased, accurate prediction depended, to a greater extent, on the number of sensors
installed. Even for a relatively small noise factor, the ability to accurately predict the leak
location was affected considerably. This figure also presents the slight effect of enlarging
the noise factor from 1 to 10%.
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Figure 7. Tnetl accurate leak location prediction as a function of the noise factor and the number
of sensors.
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Accuracy

Figure 8. Tnetl accurate leak location prediction as a function of the noise factor and the number of

sensors—3D.

Another analysis was designed to identify the crucial factors responsible for accurate
predictions. Figure 9 presents the Recall values for all the noise and sensor combination sce-
narios and shows the clear-cut influence of noised pressure values and leak diameters. This
suggests that the methodology is highly sensitive to noising pressure values. Even a small
factor of 0.5% impacted the prediction accuracy dramatically, as illustrated in Figure 9.

100%
10%
%
80% %
]
©
—
g 60% - 2% S
" |9}
© 8
e @
Q  40% - 1% §
a
©
L
0.5%
20% -
0
0% -

0.000 0002 0.004 0006 0008 0010 0012 0.014
Leakage diameter (m)

Figure 9. The impact of the noise factor on the prediction accuracy.

Similarly, another analysis investigated the influence of the network sensors. An
examination of all the sensor combinations failed to identify one sensor that was more
dominant than the others. Unexpectedly, Figure 10 shows that more sensors did not
necessarily mean greater accuracy. In some cases, scenarios with the same noise factor
achieved better results with three or four sensors than those with five or six sensors, as can
be seen in Figure 10.
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Figure 10. The impact of the number of sensors on prediction accuracy.

4. Conclusions and Research Opportunities

Water leakage is one of the acutest problems for water utilities. It causes water
and energy loss as well as damage to other infrastructure and raises the risk for water
contamination. As most pipes are buried underground, locating bursts is a challenging
task. This study proposed a method that enables the prediction of whether a single pipe is
leaking or not. The method based on advanced transient modeling generates a database
describing the network’s response to varied leak scenarios. A new leak scenario can be
classified according to the generated database using the K-NN algorithm. The model was
tested on a small network and achieved satisfying results. In the current study, although
the high-resolution pressures database was generated successfully, it was costly in terms of
computer resources and its uncontrolled data size. The use of TSnet forced us to run the
simulations with a time step that was smaller than desired. This small-time step required a
heavier computing process and yielded overly detailed pressure head data. While diluting
the database is possible, this would not reduce the burden of the computing process. On
the other hand, once the database has been generated, the detection part can be executed
immediately. Due to this limitation of computation resources, the method was tested only
on a small network, and this is indeed the major limitation of the method, opening the door
to a future research challenge to enable modeling a transient scenario in large networks
and in a reasonable time. This will allow the generation of transient databases, which will
open a wide range of methods that can analyze this data.

The second part classified measured pressure data to leakage events and showed
good results, demonstrating the capabilities of this method. In a simple scenario, when the
pressures in the network were not noised, an accuracy of 0.9 was obtained. However, the
outcome was considerably degraded after we noised the data. Although this degraded, it
was still capable of accurately predicting the leaking pipes in most cases. Attempting to
classify interpolated data derived from the same water network but under consumption
load we had not added to the generated database, the algorithm’s performance declined
and only managed to classify some cases. The algorithm showed poor differentiation
when the consumption load was an interpolation of the K-NN training data. When the
consumption load was an extrapolation of the K-NN training data, the algorithm did
not manage to predict the leaking pipes at all. Overall, the algorithm achieved a good
result on a simple example but struggled as the problem complexity increased. Therefore,
further research can analyze high-resolution noised pressure data to improve classification
accuracy. This might be done with other, more sophisticated classification algorithms.
Despite the limitations, it seems that transient modeling has the potential to uncover
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some hydraulic patterns not recognizable in regular hydraulic simulation. This type of
modeling depends on larger data sets and requires computational power larger than other
methods used in the past. With the growth in computer abilities, the authors expect that
the suggested approach will be useful in the near future.
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